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REMOVE EXISTING 1000 WATT HIGH SODIUM FIXTURES AND BALLAST AND
REPLACE WITH NEW LED 300 WATT HIGH MAST FIXTURE (SMY 300W HIGH MAST

FIXTURE ITMO1775 OR EQUAL)

¢ REMOVE AND REPLACE EXISTING PYC DOME COVERS WITH NEW
ALUMINUM DOME COVERS

e REMOVE AND REPLACE EXISTING BASE PLATES WITH NEW
GALVANIZED BASE PLATES AND HARDWARE

INCLUDES:

NEW STAINLESS STEEL CABLES

10 LED FIXTURES PER POLE

NEW HARDWARE AND PULLEYS FOR TOP OF MAST

NEW POWER CABLES, DISCONNECTS AND WIRING FOR FIXTURES
ALL NECESSARY EQUIPMENT NEEDED TO COMPLETE INSTALLATION
EXISTING RINGS TO BE REUSED

TOTAL OF 6 MAST POLES TO BE RETROFITTED (100 FOOT POLES)
VOLTAGE 277

ALL DEBRIS TO BE REMOVED FOR JOB SITE.



